College Grove United Methodist Church Engineering & Maintenance

KITCHEN LIGHTS

Adams & Floyd Electric and Plumbing

Cliff Adams
124 Stonegate Circle
Shelbyville, TN 37160
(931-389-6608/Cell: 684-7058)

SIMKAR Fluorescent Wraparound Celiling Fixtures

WWW.SIMKAR.COM

48 fixture = T-12 34W or 40 W lamps.



College Grove United Methodist Church Engineering &  Maintenance
Installation Instructions

Fluorescent Wraparound
Ceiling Fixture

IMPORTANT Safety Information
for your protection - Read Carefully
MADE IN U.S.A

B Handle fixture with care to avoid possible cuts or
abrasions from exposed metal edges. We suggest
gloves be wom when installing this fixture.

M Tum off electricity at the circuit breaker or fuse

“tumed off before attempting to service the fixture.

B use fixture only on a fused circuit. Check
ballast label for supply voltage required.

M consutt your local building codes or qualified
electrician for approved wiring methods. All fixture
installations must be in compliance with National
Electrical and Local Building Codes.

B Fixtures must be grounded to avoid possible
electrical shock and assure reliable lamp starting.
To ground the fixture, connect the bare or green
wire from buildings electrical system to the fixture
metal housing. Use green screw provided on
housing. If your system does not have a ground
wire, consult a qualified electrician,

B i fixture is to be switched from a wall switch.
make sure the black supply lead is connected to the
switch. Do not connect the common (White) lead to
the switch.

B 1t is recommended that a sturdy wooden ladder
and rubber soled shoes be used during installation

TOOLS REQUIRED FOR INSTALLATION to help prevent electrical shock or other injuries.

* Screwdriver
e Hammer
+ Pliers
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